1.

ELECTRICAL PLAN

50' 0 50! 100

SCALE IN FEET

NOTES:

RUN NEW OVERHEAD 240V.1-PH 4 WIRE SERVICE
(2-#6, 1-*6 N, 1-#*6 G) TO THE NEW LIGHT POLES (2).
PROVIDE COE STD DRAWING 40-06 TYPE EH3

WITH 100 WATT HPS LAMP AND ZERO DEGREE BALLAST.

. OVERHEAD 240V 1PH 3W SERVICE (2-#*6, 1-*6 N, 1-*6 G).

. REPLACE OVERHEAD CONDUCTOR W/NEW CONDUCTOR
(2-#6, 1-#*6N, 1-#60).

. PROVIDE GUY WIRE TO POLES AT CHANGE IN DIRECTION AND
AT THE DEAD END POLE. REMOVE UNNECESSARY GUY WIRES.

. PROVIDE GFCIDUPLEX RECEPTACLE IN WEATHERPROOF
ENCLOSURE AT EACH LIGHT POLE. MOUNT 48" ABOVE
GRADE TO THE POLE. PROVIDE FUSED DISCONNECT MEANS.

. ALL SERVICE CONDUCTORS/WIRE SHALL BE COPPER
INSULATED WITH REINFORCED CABLE.

. ALL NEW POLES SHALL BE CLASS 4 30'POLES.

LEGEND

OVERHEAD 240V 1-PHASE -
4-WIRE SERVICE FEEDER
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